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1. INSTALL A WEATHI
WIRE PER DETALL AT RIGHT.

2. INSTALL ONE COMMON BELL FOR THE FOUR COMMON WAA'S, AND

IERPROOF FIRE ALARM RELAY BOX AND A BLUE STROBE ON EACH CONTAINER AND

ONE BELL FOR THE SEPARATE WAA.

3. PROVIDE A 3/4™ CONDUIT FROM THE WAA'S TO THE FIRE ALARM J-BOX ON THE GUARD RAIL.
Alsm.l.AmGW.l'.ﬂl.lmmF. 12 CKT POWER PANEL IN A WEATHER PROOF ENCLOSURE
AND LABEL PROVIDE POWER TO EACH WAA PER DETAIL.

5. GROUND EACH CONTAINER BY A SEPARATE GROUND ROD.
6. REFERENCE THE FOLLOWING FIRE ALARM DRAWINGS: 4B77AE00SC,

4BTTAEO12A, 4B77AED13A.

7. POWER FEEDERS ARE EXISTING FROM BLDG 77; FIRE ALARM FEEDERS ARE RUN THROUGH BLDG. 77.
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